COMMUNITY DEVELOPMENT DIRECT VENT
PERMIT CENTER TERMINATION (M13)
CITY OF BELMONT 2013
CA MECHANICAL CODE
802.8
INPUT OVER
65,000 BTU
§ WINDOW 12" MINIMUM
i INPUT OVER
/ 50,000 BTU
INPUT LESS % % / BUT LESS
THAN
THAN
50,000 BTU P

" 12"
9" MINIMUM MINIMUM

12" MINIMUM 12" MINIMUM

GROUND

For SI: 1 foot = 305 mm
For SI: 1 inch = 25.4 mm

VENT TERMINATION—DIRECT-VENT APPLIANCES

ONE TWIN PINES LANE, SUITE 110, BELMONT CA 94002-3867 (650) 595-7422




